ENERGY STAR Certified Homes
Design Temperature Limit Reference Guide

ENERGY STAR

Introduction

One requirement of the ENERGY STAR Certified Homes program is to use outdoor design temperatures that do not
exceed the maximum cooling season temperature and minimum heating season temperature listed in this reference guide
for the state and county, or territory, in which the home is to be certified. Only two exceptions apply:

1. Jurisdiction-Specified Temperatures: If the outdoor design temperatures to be used in load calculations are specified
by the jurisdiction where the home will be certified, then these specified temperatures shall be used.

2. Temperature Exception Request: In rare cases, the designer may believe that an exception to the limits in the
reference guide are warranted for a particular state and county, or territory. If so, the designer must complete and
submit a Design Temperature Exception Request, including a justification for the exception, to
energystarhomes@energystar.gov for review and approval

To obtain the most accurate load calculations, EPA recommends that designers always use the ACCA Manual J, 8th
edition, 1% cooling season design temperature and 99% heating season design temperature for the weather location that
is geographically closest to the home to be certified.

How to Use this Reference Guide
1. Determine the state and county, or territory, in which the home is to be certified.
2. Locate the state and county, or territory, in Exhibit 1 of this document.

3. Utilize the corresponding design temperatures in the load calculations, as follows, and document the values in Item
3.3 of the National HVAC Design Report:

a. Use a cooling season outdoor design temperature less than or equal to the 1% Cooling Temperature.
b. Use a heating season outdoor design temperature equal to or greater than the 99% Heating Temperature.

4. If a Condition B Climate will be used to select the cooling sizing limit, then utilize the corresponding HDD/CDD Ratio
and document the value in Item 4.14.2 of the National HVAC Design Report.

Example

A home will be certified in Travis County, TX. By consulting the reference guide, we find that the cooling season
outdoor design temperature limit is 98 F and the heating season outdoor design temperature limit is 30 F. This
means that the designer must:

1 Use a cooling season design temperature that is less than or equal to 98 F.
1 Use a heating season design temperature that is equal to or greater than 30 F.

9 Not use the cooling sizing limit for a Condition B Climate because the HDD/CDD Ratio is 0.2, which is < 2.0.

Methodology

The temperatures in this reference guide utilize the 1% cooling and 99% heating design temperatures in the ASHRAE
2013 Handbook of Fundamentals and Manual J Design Conditions 8™ Edition. Individual counties or territories were
assigned the design values in this document using the following logic:

1 One weather station within the county or territory. If only one weather station was present within the countyd er
t er r ibbuadanes$, then the cooling and heating design temperatures for that weather station were assigned to
the entire county or territory.

1 Multiple weather stations within the county or territory. If more than one weather station was present within the
countyd e r t e rhoundaxy,rtherbtise highest cooling and lowest heating design temperatures among the weather
stations in the county or territory were assigned to the entire county or territory.

1 No weather stations within the county (This condition did not arise in territories). If no weather stations were present
within the countyd6s bounda degsigntampeeatured for the abosest iveathay staion dverdh e a t
assigned to the entire county. To determine the closest weather station, only the weather stations assigned to other
counties were considered. The closest station was determined by assessing the distance between the geographic
center of the county and the location of the applicable weather stations.
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Design Temperatures by State & County, or Territory

Exhibit 1: Cooling and Heating Desigh Temperatures by State and County, or Territory

Tleor/:u?e(:glcl:r% ?(gz’p';?;ﬂ?g HDD/CDD Weafther Station Selected fol Reference Weather Station Selected Reference
F) F) Cooling Temperature for Heating Temperature

Alabama

Alabama Autauga 95 27 0.4 MAXWELL AFB AL ASHRAE A\f;g‘;?:;“ery PECL7 R Manual J
Alabama Baldwin 93 29 0.3 Mobile City Office Alabama Manual J Mobile City Office Alabama Manual J
Alabama Barbour 95 24 0.4 FORT BENNING GA ASHRAE gg(')‘:g?:“s Lawson Alr Force Base |\ a1 3
Alabama Bibb 92 26 0.5 Centreville Alabama Manual J Centreville Alabama ManualJ
Alsbama Blount % 24 05 | imemational Arport Alabama Manual3 | el Arport Alabama | Manuald
Alabama Bullock 91 28 0.4 AUBURN OPELIKA ROBE AL ASHRAE AUBURN OPELIKA ROBE AL ASHRAE
Alabama Butler 93 28 0.3 MIDDLETON FLD AL ASHRAE MIDDLETON FLD AL ASHRAE
Alabama Calhoun 93 25 0.5 ANNISTON METROPOLIT AL ASHRAE ANNISTON METROPOLIT AL ASHRAE
Alabama Chambers 91 28 0.4 AUBURN OPELIKA ROBE AL ASHRAE AUBURN OPELIKA ROBE AL ASHRAE
Alabama Cherokee 91 22 0.7 GADSDEN MUNI AL ASHRAE GADSDEN MUNI AL ASHRAE
Alabama Chilton 93 27 0.4 BIRMINGHAM AL ASHRAE BIRMINGHAM AL ASHRAE
Alabama Choctaw 95 26 0.4 MERIDIAN NAS MS ASHRAE Meridian Key Field Mississippi Manual J
Alabama Clarke 93 28 0.3 MIDDLETON FLD AL ASHRAE MIDDLETON FLD AL ASHRAE
Alabama Clay 94 22 0.7 Talladega Alabama Manual J Talladega Alabama Manual J
Alabama Cleburne 93 25 0.5 ANNISTON METROPOLIT AL ASHRAE ANNISTON METROPOLIT AL ASHRAE
Alabama Coffee 94 30 0.3 CAIRNS AAF AL ASHRAE CAIRNS AAF AL ASHRAE
Alabama Colbert 94 21 0.6 Florence Airport Alabama Manual J Florence Airport Alabama Manual J
Alabama Conecuh 93 28 0.3 MIDDLETON FLD AL ASHRAE MIDDLETON FLD AL ASHRAE
Alabama Coosa 93 22 0.6 Alexander City Alabama Manual J Alexander City Alabama Manual J
Alabama Covington 93 27 0.3 BOB SIKES FL ASHRAE BOB SIKES FL ASHRAE
Alabama Crenshaw 95 27 0.4 MAXWELL AFB AL ASHRAE ngg;?ﬁ;“ery Dannelly Field Manual J
Alabama Cullman 93 16 0.8 Decatur Alabama Manual J Decatur Alabama Manual J
Alabama Dale 94 30 0.3 CAIRNS AAF AL ASHRAE CAIRNS AAF AL ASHRAE
Alabama Dallas 95 26 0.4 SelmaCraig Air Force Base Alaban] Manual J SelmaCraig Air Force Base Alaban|  Manual J

*Indicates county update; see Log of Revisions for details. Revised 09/01/2018 Page 4 of 126
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1% Coolin 99% Heatin . .
9 9 HDD/CDD| Weather Station Selected fol Weather Station Selected
Temperature | Temperature : Reference : Reference
F) F) Cooling Temperature for Heating Temperature
Alabama DeKalb 91 22 0.7 GADSDEN MUNI AL ASHRAE GADSDEN MUNI AL ASHRAE
Alabama Elmore 95 27 0.4 MAXWELL AFB AL fETRaE | DETEIInER PEmREy HE Manual J
Alabama

Alabama Escambia 93 28 0.3 MIDDLETON FLD AL ASHRAE MIDDLETON FLD AL ASHRAE
Alabama Etowah 91 22 0.7 GADSDEN MUNI AL ASHRAE GADSDEN MUNI AL ASHRAE
Alabama Fayette 94 25 0.4 TUSCALOOSA RGNL AL ASHRAE ;:z‘;?:]zosa SIETRE AT Manual J
Alabama Franklin 94 21 0.6 Florence Airport Alabama Manual J Florence Airport Alabama Manual J
Alabama Geneva 94 30 0.3 CAIRNS AAF AL ASHRAE CAIRNS AAF AL ASHRAE
Alabama Greene 94 25 0.4 TUSCALOOSA RGNL AL ASHRAE ;:Sb‘;"’r‘:f;osa Municipal Airport Manual J
Alabama Hale 94 25 0.4 TUSCALOOSA RGNL AL ASHRAE ;‘;zg”r‘:fsa el 2l ot ManualJ

Alabama Henry 94 30 0.3 CAIRNS AAF AL ASHRAE CAIRNS AAF AL ASHRAE
Alabama Houston 93 30 0.2 MARIANNA MUNI FL ASHRAE MARIANNA MUNI FL ASHRAE
Alabama Jackson 93 13 0.9 Tullahoma Tennessee Manual J Tullahoma Tennessee Manual J
Alabama Jefferson 93 24 05 BlrmlnghamShuttlesworth Manual J BlrmlnghamShuttIesworth Manual J

International Airport Alabama International Airport Alabama
Alabama Lamar 95 25 0.5 COLUMBUS AFB MS ASHRAE GOLDEN TRIANGLE RGNL MS ASHRAE
Alabama Lauderdale 94 21 0.6 Florence Airport Alabama Manual J Florence Airport Alabama Manual J
Alabama Lawrence 93 16 0.8 Decatur Alabama Manual J Decatur Alabama Manual J
Alabama Lee 91 28 0.4 AUBURN OPELIKA ROBE AL ASHRAE AUBURN OPELIKA ROBE AL ASHRAE
Alabama Limestone 93 23 0.6 PRYOR FLD RGNL AL ASHRAE HUNTSVILLE/MADISON AL ASHRAE
Alabama Lowndes 95 27 0.4 MAXWELL AFB AL AEERAR || My DR NEE Manual J
Alabama
Alabama Macon 91 28 0.4 AUBURN OPELIKA ROBE AL ASHRAE AUBURN OPELIKA ROBE AL ASHRAE
. Huntsville International Airport Huntsville International Airport

Alabama Madison 92 22 0.6 Jones Field Alabama Manual J Jones Field Alabama Manual J
Alabama Marengo 95 26 0.4 SelmaCraig Air Force Base Alaban] Manual J SelmaCraig Air Force Base Alaban| Manual J
Alabama Marion 94 21 0.6 Florence Airport Alabama Manual J Florence Airport Alabama Manual J
Alabama Marshall 91 22 0.7 GADSDEN MUNI AL ASHRAE GADSDEN MUNI AL ASHRAE
Alabama Mobile 93 29 0.3 Mobile City Office Alabama Manual J Mobile City Office Alabama Manual J
Alabama Monroe 93 28 0.3 MIDDLETON FLD AL ASHRAE MIDDLETON FLD AL ASHRAE

*Indicates county update; see Log of Revisions for details. Revised 09/01/2018 Page 5 of 126
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Tleor/:u?e(:g!cl:r% ?(grp';?;ﬂ?g HDD/CDD Weafther Station Selected fol Reference Weather Station Selected Reference
F) F) Cooling Temperature for Heating Temperature

Alabama Montgomery 95 27 0.4 MAXWELL AFB AL ASHRAE A“’I';’:;?;’;"ery DRI (RS Manual J
Alabama Morgan 93 16 0.8 Decatur Alabama Manual J Decatur Alabama Manual J
Alabama Perry 92 26 0.5 Centreville Alabama Manual J Centreville Alabama Manual J
Alabama Pickens 94 25 0.4 TUSCALOOSA RGNL AL ASHRAE ;:f)‘;’:‘:;osa Municipal Airport Manual J
Alabama Pike 94 30 0.3 CAIRNS AAF AL ASHRAE CAIRNS AAF AL ASHRAE
Alabama Randolph 93 25 0.5 ANNISTON METROPOLIT AL ASHRAE ANNISTON METROPOLIT AL ASHRAE
Alabama Russell 95 24 0.4 FORT BENNING GA ASHRAE Gcgé‘:gi‘:“s Lawson Air Force Base | y1aa1 3
Alabama Shelby 93 27 0.4 BIRMINGHAM AL ASHRAE BIRMINGHAM AL ASHRAE
Alabama St. Clair 94 22 0.7 Talladega Alabama Manual J Talladega Alabama Manual J
Alabama Sumter 95 26 0.4 MERIDIAN NAS MS ASHRAE Meridian Key Field Mississippi Manual J
Alabama Talladega 94 22 0.7 Talladega Alabama Manual J Talladega Alabama Manual J
Alabama Tallapoosa 93 22 0.6 Alexander City Alabama Manual J Alexander City Alabama Manual J
Alabama Tuscaloosa 94 25 0.4 TUSCALOOSA RGNL AL ASHRAE | [ u3caloosaMunicipal Afrport Manual J
Nabama walker 03 24 05 | iomatonal Amport Albama | M3 | e por Alabama | Manual?
Alabama Washington 93 29 0.3 Mobile City Office Alabama Manual J Mobile City Office Alabama Manual J
Alabama Wilcox 95 26 0.4 SelmaCraig Air Force Base Alaban] Manual J SelmaCraig Air Force Base Alaban| Manual J
Alabama Winston 93 16 0.8 Decatur Alabama Manual J Decatur Alabama Manual J
Alaska

Alaska Aleutians East 59 12 70 Sand Point Alaska Manual J COLD BAY AK ASHRAE
Alaska m‘;?;gﬁﬁy 72 -14 14.7 FT. RICHARDSON/BRYA AK ASHRAE | FT.RICHARDSON/BRYA AK ASHRAE
Alaska Bethel 71 -33 26.2 SLEETMUTE AK ASHRAE SLEETMUTE AK ASHRAE
Alaska Bristol Bay 68 -20 23.8 KING SALMON AK ASHRAE KING SALMON AK ASHRAE
Alaska Denali 72 -36 34 McKinley Park Alaska Manual J MCKINLEY NATIONAL PK AK ASHRAE
Alaska Dillingham 66 -15 29.5 DILLINGHAM MUNI AK ASHRAE DILLINGHAM MUNI AK ASHRAE
Alaska Fairbanks North Star 78 -40 134 FAIRBANKS INTL ARPT AK ASHRAE FAIRBANKS/EIELSON A AK ASHRAE
Alaska Haines 70 4 11.8 HAINES AK ASHRAE HAINES AK ASHRAE
Alaska HoonahkAngoon 66 8 16.3 GUSTAVUS AK ASHRAE GUSTAVUS AK ASHRAE

*Indicates county update; see Log of Revisions for details. Revised 09/01/2018 Page 6 of 126
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Tleor/:u?e(:g!cl:r% ?(grp';?;ﬂ?g HDD/CDD Weafther Station Selected fol Reference Weather Station Selected Reference
F) F) Cooling Temperature for Heating Temperature
Alaska Juneau 70 8 13 JUNEAU AK ASHRAE Juneau International Airport Alaskg ~ Manual J
Alaska Kenai Peninsula 68 -20 25 Soldotna Alaska Manual J SOLDOTNA AK ASHRAE
Alaska Ketchikan Gateway 69 19 8.7 KETCHIKAN INTL. AK ASHRAE KETCHIKAN INTL. AK ASHRAE
Alaska Kodiak Island 65 13 20.7 Kodiak Airport Alaska Manual J KODIAK AK ASHRAE
Alaska Lake and Peninsula 67 -16 23 ILIAMNA/ILIAMNA AIR AK ASHRAE ILIAMNA/ILIAMNA AIR AK ASHRAE
Alaska MatanuskaSusitna 74 -19 14 Talkeetna State Airport Alaska Manual J Talkeetna State Airport Alaska Manual J
Alaska Nome 66 -29 189 Unalakleet Field Alaska Manual J Shishmaref Alaska Manual J
Alaska North Slope 67 -42 131.8 ANAKTUVUK PASS AK ASHRAE NUIQSUT AK ASHRAE
Alaska Northwest Arctic 5] -40 30.8 NOATAK AK ASHRAE SELAWIK AK ASHRAE
Alaska Petersburg 66 12 15.8 Kake Seaplane Base Alaska Manual J PETERSBURG AK ASHRAE
Alaska Prince of Wale$lyder 70 20 9.9 ANNETTE ISLAND AK ASHRAE KLAWOCK AK ASHRAE
Alaska Sitka 64 20 11 Sitka Japonski Airport Alaska Manual J Sitka Japonski Airport Alaska Manual J
Alaska Skagway Municipality 69 5 12 Skagway Airport Alaska Manual J SKAGWAY AK ASHRAE
Alaska Southeast Fairbanks 79 -46 23 EAGLE AIRPORT AK ASHRAE Northway Airport Alaska Manual J
Alaska ValdezCordova 74 -33 25 Gulkana Intermediate Field Alaska Manual J Gulkana Intermediate Field Alaska| Manual J
Alaska Wade Hampton 69 -20 455 Cape Romanzof Alaska Manual J EMMONAK AK ASHRAE
Alaska Wrangell 68 15 10 Wrangell Alaska Manual J Wrangell Alaska Manual J
Alaska Yakutat 64 6 26 YAKUTAT AK ASHRAE Yakutat State Airport Alaska Manual J
Alaska YukonrKoyukuk 77 -44 19.8 Nenana Municipal Airport Alaska Manual J BETTLES AK ASHRAE
Arizona
Arizona Apache 97 -13 6.8 Dennehotso Arizona lei/?igrac: > Maverick Arizona M?/Inigrac: *
Arizona Cochise 103 16 17 Cascabel Arizona Maqual & Portal Arizona Maqual L
Micro Micro
Arizona Coconino 110 -3 6.8 Phantom Ranch Arizona Man_ual o Ft VValley Arizona Man_ual L
Micro Micro
Arizona Gila 108 1 16 Winkelman Arizona Man_ual J PI_easant Valley Ranger Station Maqual J
Micro Arizona Micro
Arizona Graham 105 8 1.9 Ft Thomas Arizona Maqual + Black River Pumps Arizona Maqual *
Micro Micro
Arizona Greenlee 104 7 2 Clifton Arizona Man_ual & Blue Arizona Mar!ual L
Micro Micro
Arizona La Paz 112 25 0.2 Ehrenburg Arizona M?;}gfg + Salome Arizona Mi/lnigil *

*Indicates county update; see Log of Revisions for details. Revised 09/01/2018 Page 7 of 126
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1% Coolin 99% Heatin . .
9 9 HDD/CDD Weather Station Selected for Weather Station Selected
Temperature | Temperature : Reference : Reference
F) Cooling Temperature for Heating Temperature
Arizona Maricopa 111 24 0.2 Gila Bend Arizona Maqual + Harquahal&vrizona Maqual +
Micro Micro
Arizona Mohave 116 8 1.3 Willow Beach Arizona Man_ual L Colorado City Arizona Man_ual &
Micro Micro
Arizona Navajo 96 -7 1.6 Holbrook Arizona Maqual + Pinedale Arizona Maqual +
Micro Micro
Arizona Pima 109 22 1.3 Santa Rosa School Arizona Man_ual i Kitt Peak Arizona Man_ual L
Micro Micro
Arizona Pinal 110 25 0.6 Qasa Crrzimee Natene] IsmE! Maqual L Willow Spring Ranch Arizona Man_ual L
Arizona Micro Micro
Arizona Santa Cruz 105 19 0.9 Tl_JmacacorNatlonaI et Man_ual & San Rafael Ranch Arizona Man_ual &
Arizona Micro Micro
Arizona Yavapai 107 11 1.6 Childs Arizona Maqual L Groom Creek Arizona Man_ual L
Micro Micro
Arizona Yuma 112 27 0.2 Dateland Ranch Arizona Man_ual & Tacha Arizona Man_ual &
Micro Micro
Arkansas
Arkansas Arkansas 93 25 0.6 Stuttgart Arkansas Manual J Stuttgart Arkansas Manual J
Arkansas Ashley 96 27 0.5 MONTICELLO MUNI AR ASHRAE MONTICELLO MUNI AR ASHRAE
Arkansas Baxter 94 18 0.8 FLIPPIN (AWOS) AR ASHRAE FLIPPIN (AWOS) AR ASHRAE
Arkansas Benton 93 16 0.9 SMITH FLD AR ASHRAE ROGERS MUNI CARTER F AR ASHRAE
Arkansas Boone 91 16 0.9 BOONE CO AR ASHRAE BOONE CO AR ASHRAE
Arkansas Bradley 96 27 0.5 MONTICELLO MUNI AR ASHRAE MONTICELLO MUNI AR ASHRAE
Arkansas Calhoun 96 23 0.5 Camden Arkansas Manual J Camden Arkansas Manual J
Arkansas Carroll 91 16 0.9 BOONE CO AR ASHRAE BOONE CO AR ASHRAE
Arkansas Chicot 93 20 0.5 Greenville Air Force Base Mississif Manual J Greenville Air Force Base Mississipﬂ Manual J
Arkansas Clark 97 23 0.6 Hot Springs Arkansas Manual J Hot Springs Arkansas Manual J
Arkansas Clay 92 16 0.9 Poplar Bluff Missouri Manual J Poplar Bluff Missouri Manual J
Arkansas Cleburne 95 20 0.7 BATESVILLE RGNL AR ASHRAE BATESVILLE RGNL AR ASHRAE
Arkansas Cleveland 95 25 0.5 Pine Bluff Airport Arkansas Manual J Pine Bluff Airport Arkansas Manual J
Arkansas Columbia 96 25 0.5 El Dorado Goodwin Field Arkansas| Manual J El Dorado Goodwin Field Arkansa% Manual J
Arkansas Conway 95 21 0.6 RUSSELLVILLE RGNL AR ASHRAE RUSSELLVILLE RGNL AR ASHRAE
Arkansas Craighead 94 19 0.7 JONESBORO MUNI AR ASHRAE '::’k';it;"sm ST Manual J
Arkansas Crawford 97 20 0.6 FORT SMITH MUNI AR ASHRAE :::(r;nssr:;th REGEE /AT Manual J

*Indicates county update; see Log of Revisions for details.
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Arkansas

Arkansas

Arkansas
Arkansas
Arkansas

Arkansas
Arkansas

Arkansas
Arkansas

Arkansas
Arkansas

Arkansas
Arkansas
Arkansas
Arkansas
Arkansas
Arkansas
Arkansas
Arkansas
Arkansas
Arkansas
Arkansas
Arkansas
Arkansas
Arkansas
Arkansas
Arkansas

Arkansas

*Indicates county update; see Log of Revisions for details.
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Tleor/:u?e(:g!cl:r% ?(grp';?;ﬂ?g HDD/CDD Weafther Station Selected fol

F) Cooling Temperature
Crittenden 95 20 0.6 MILLINGTON MUNI ARP TN
Cross 94 19 0.7 JONESBORO MUNI AR
Dallas 96 23 0.5 Camden Arkansas
Desha 93 20 0.5 Greenville Air Force Base Mississif
Drew 96 27 0.5 MONTICELLO MUNI AR
Faulkner 97 20 0.6 LITTLE ROCK AFB AR
Franklin 97 20 0.6 FORT SMITH MUNI AR
Fulton 91 16 1 WEST PLAINS MUNI MO
Garland 97 23 0.6 Hot Springs Arkansas
Grant 95 25 0.5 Pine Bluff Airport Arkansas
Greene 94 19 0.7 JONESBORO MUNI AR
Hempstead 96 26 0.4 TEXARKANA RGNL WEBB AR
Hot Spring 97 23 0.6 Hot Springs Arkansas
Howard 96 25 0.5 J L HELMS SEVIER CO AR
Independence 95 20 0.7 BATESVILLE RGNL AR
Izard 95 20 0.7 BATESVILLE RGNL AR
Jackson 95 20 0.7 BATESVILLE RGNL AR
Jefferson 95 25 0.5 Pine Bluff Airport Arkansas
Johnson 95 21 0.6 RUSSELLVILLE RGNL AR
Lafayette 96 26 0.4 TEXARKANA RGNL WEBB AR
Lawrence 93 19 0.8 Walnut Ridge Arkansas
Lee 94 19 0.6 Clarksdale Mississippi
Lincoln 95 25 0.5 Pine Bluff Airport Arkansas
Little River 96 26 0.4 TEXARKANA RGNL WEBB AR
Logan 95 21 0.6 RUSSELLVILLE RGNL AR
Lonoke 97 20 0.6 LITTLE ROCK AFB AR
Madison 93 15 0.9 Fayetteville Drake Field Arkansas
Marion 94 18 0.8 Flippin Arkansas

Revised 09/01/2018

Reference

ASHRAE

ASHRAE

Manual J
Manual J
ASHRAE
ASHRAE

ASHRAE

ASHRAE
Manual J

Manual J
ASHRAE

ASHRAE
Manual J
ASHRAE
ASHRAE
ASHRAE
ASHRAE
Manual J
ASHRAE
ASHRAE
Manual J
Manual J
ManualJ

ASHRAE
ASHRAE
ASHRAE
Manual J

Manual J

Weather Station Selected
for Heating Temperature

Millington Municipal Airport
Tennessee

Jonesboro Municipal Airport
Arkansas

Camden Arkansas
Greenville Air Force Base Mississi
MONTICELLO MUNI AR

Little Rock Air Force Base Arkansg

Fort Smith Regional Airport
Arkansas

WEST PLAINS MUNI MO
Hot Springs Arkansas

Pine Bluff Airport Arkansas

Jonesboro Municipal Airport
Arkansas

Texarkana Webb Field Arkansas
Hot Springs Arkansas

J L HELMS SEVIER CO AR
BATESVILLE RGNL AR
BATESVILLE RGNL AR
BATESVILLE RGNL AR

Pine Bluff Airport Arkansas
RUSSELLVILLE RGNL AR
Texarkana Webb Field Arkansas
Walnut Ridge Arkansas
Clarksdale Mississippi

Pine Bluff Airport Arkansas
Texarkana Webb Field Arkansas
RUSSELLVILLE RGNL AR

Little Rock Air Force Base Arkansd

Fayetteville Drake Field Arkansas

FlippinArkansas

Reference

Manual J

Manual J

Manual J
Manual J
ASHRAE

Manual J
Manual J

ASHRAE
Manual J

Manual J
Manual J

Manual J
Manual J
ASHRAE
ASHRAE
ASHRAE
ASHRAE
Manual J
ASHRAE
Manual J
Manual J
Manual J
Manual J
Manual J
ASHRAE
Manual J
Manual J

Manual J
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Tleor/:u?e(:g!cl:r% ?(grp';?;ﬂ?g HDD/QDD Weafther Station Selected fol Reference Weather Station Selected Reference
F) Cooling Temperature for Heating Temperature
Arkansas Miller 96 26 0.4 TEXARKANA RGNL WEBB AR ASHRAE Texarkana Webb Field Arkansas Manual J
Arkansas Mississippi 95 17 0.7 Blytheville Air Force Base Arkansa Manual J Eaker Air Force Base Arkansas Manual J
Arkansas Monroe 94 25 0.5 STUTTGART MUNI AR ASHRAE STUTTGART MUNI AR ASHRAE
Arkansas Montgomery 95 23 0.6 MOUNT IDA AR ASHRAE MOUNT IDA AR ASHRAE
Arkansas Nevada 96 23 0.5 Camden Arkansas Manual J Camden Arkansas Manual J
Arkansas Newton 91 16 0.9 BOONE CO AR ASHRAE BOONE CO AR ASHRAE
Arkansas Ouachita 96 23 0.5 Camden Arkansas Manual J Camden Arkansas Manual J
Arkansas Perry 95 21 0.6 RUSSELLVILLE RGNL AR ASHRAE RUSSELLVILLE RGNL AR ASHRAE
Arkansas Phillips 94 19 0.6 Clarksdale Mississippi Manual J Clarksdale Mississippi Manual J
Arkansas Pike 95 23 0.6 MOUNT IDA AR ASHRAE MOUNT IDA AR ASHRAE
Arkansas Poinsett 94 19 07 JONESBORO MUNI AR ASHRAE '::’k';issg"sm Municipal Airport Manual J
Arkansas Polk 96 25 0.5 J L HELMS SEVIER CO AR ASHRAE J L HELMS SEVIER CO AR ASHRAE
Arkansas Pope 95 21 0.6 RUSSELLVILLE RGNL AR ASHRAE RUSSELLVILLE RGNL AR ASHRAE
Arkansas Prairie 94 25 0.5 STUTTGART MUNI AR ASHRAE STUTTGART MUNI AR ASHRAE
Arkansas Pulaski 97 20 0.6 LITTLE ROCK AFB AR ASHRAE Little Rock Air Force Base Arkans% Manual J
Arkansas Randolph 93 16 0.9 Siloam Spring Arkansas Manual J Siloam Spring Arkansas Manual J
Arkansas Saline 97 23 0.6 Hot Springs Arkansas Manual J Hot Springs Arkansas Manual J
Arkansas Scott 97 20 0.6 FORT SMITH MUNI AR ASHRAE | £ :S’:;th Regional Airport Manual J
Arkansas Searcy 94 18 0.8 Flippin Arkansas Manual J Flippin Arkansas Manual J
Arkansas Sebastian 97 20 06 FORT SMITH MUNI AR ASHRAE :ﬁ(gi’;;th Regional Airport ManualJ
Arkansas Sevier 96 25 0.5 J L HELMS SEVIER CO AR ASHRAE J L HELMS SEVIER CO AR ASHRAE
Arkansas Sharp 95 20 0.7 BATESVILLE RGNL AR ASHRAE BATESVILLE RGNL AR ASHRAE
Arkansas St. Francis 94 19 07 JONESBORO MUNI AR ASHRAE A’:’k';iig‘)sro Municipal Airport Manual J
Arkansas Stone 95 20 0.7 BATESVILLE RGNL AR ASHRAE BATESVILLE RGNL AR ASHRAE
Arkansas Union 96 25 0.5 El Dorado Goodwin Field Arkansas| Manual J El Dorado Goodwin Field Arkansad  Manual J
Arkansas VanBuren 95 21 0.6 RUSSELLVILLE RGNL AR ASHRAE RUSSELLVILLE RGNL AR ASHRAE
Arkansas Washington 93 15 0.9 Fayetteville Drake Field Arkansas Manual J Fayetteville Drake Field Arkansas Manual J
Arkansas White 95 20 0.7 BATESVILLE RGNL AR ASHRAE BATESVILLE RGNL AR ASHRAE

*Indicates county update; see Log of Revisions for details. Revised 09/01/2018 Page 10 of 126



ENERGY STAR Certified Homes
Design Temperature Limit Reference Guide

ENERGY STAR

1% Coolin 99% Heatin . .
9 9 HDD/CDD Weather Station Selected for Weather Station Selected
Temperature | Temperature : Reference : Reference
F) F) Cooling Temperature for Heating Temperature
Arkansas Woodruff 95 20 0.7 BATESVILLE RGNL AR ASHRAE BATESVILLE RGNL AR ASHRAE
Arkansas Yell 95 21 0.6 RUSSELLVILLE RGNL AR ASHRAE RUSSELLVILLE RGNL AR ASHRAE
California
o . . I Manual J
California Alameda 95 32 0.8 Livermore California Manual J Castro Valley California Micro
California Alpine 88 4 11.5 Woodfords California Mar!ual + Twin Lakes California Mar!ual +
Micro Micro
California Amador 102 28 1 Electra Power House California Mmgz ‘} Salt Springs Power House Californ M?/Inig?c: .
California Butte 102 27 1.2 Oroville Ranger Station California Maqual & De Sabla California Maqual L
Micro Micro
California Calaveras 102 23 2.9 Camp Pardee California M?/Inigrac: & Calaveras Big Trees California M{;\l/lnig?c: L
California Colusa 98 28 0.9 Williams California Maqual + East Park Res California Maqual ‘}
Micro Micro
California Contra Costa 97 27 0.6 Concord California Manual J Concord California Manual J
California Del Norte 96 27 14 Idlewild California Manual 31 oy valley California T
Micro Micro
California El Dorado 97 6 9 Placerville California Maqual > Tahoe Valley Airport California Maqual *
Micro Micro
California Fresno 102 16 5.7 Clovis California Maqual ‘]' Huntington Lake California 'V'ar?”a' .
Micro Micro
California Glenn 101 30 0.8 Orland California Maqual > Stony Gorge Res California Maqual *
Micro Micro
California Humboldt 96 29 1 Willow Creek California Manuald- 1 g yor viy california WIS
Micro Micro
California Imperial 110 33 0.1 El Centro Airport California Maqual o Brawley 2 SW California Mar!ual .
Micro Micro
California Inyo 118 8 1.1 Death Valley California Maqual & Deer Spring€Ig California Man_ual L
Micro Micro
California Kern 108 23 17 China Lake California Mar!ual + Glennville California Maqual +
Micro Micro
T : T Manual J
California Kings 102 30 0.5 Corcoran California Micro HANFORD MUNI CA ASHRAE
California Lake 101 26 1.2 Enterprise California Mar!ual L Clearlake Highlands California Mar!ual v
Micro Micro
California Lassen 94 -4 5.8 Susanville Airport California Man_ual + Termo California Man_ual L
Micro Micro
I . ) P Manual J . I
California Los Angeles 101 24 0.5 Palmdale City Office California Micro Palmdale Airport California Manual J
California Madera 104 26 0.6 Friant Gov Camp California Mi/lnigf(: + North Fork Ranger Station Californ Miﬂgi +
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California Marin 88 32 0.7 Kentfield California Man_ual > Novato California Man_ual +
Micro Micro

California Mariposa 98 20 4.1 Catheys Valley California Mz:;}gre:)l + South Entr Yosemite California M?Ar:gi: +

o . I Manual J
California Mendocino 97 26 12 UKIAH MUNI CA ASHRAE Covelo California Micro

o . Manual J
California Merced 99 31 0.5 MERCED MUNI MACREADY CA ASHRAE Los Banos Res California Micro

N . I Manual J . N Manual J
California Modoc 95 0 4 Alturas Ranger Station California Micro Alturas Ranger Station California Micro

California Mono 88 -13 18.9 Mono Lake California Maqual + Bodie California Maqual .
Micro Micro

California Monterey 92 24 i3 San Antonio Mission California Man_ual & Priest Valley California Man_ual L
Micro Micro

California Napa 98 31 0.7 Monticello Dam California Maqual o St. Helena California Maqual .
Micro Micro

California Nevada 95 -10 8 Grass Valley California Manual 3. g0 california L
Micro Micro

California Orange 102 85! 0.2 Hillcrest Center California Maqual o Hillcrest Center California Maqual .
Micro Micro

California Placer 103 0 6.7 Rocklin California Maqual > Squaw Valley California Maqual *
Micro Micro

California Plumas 97 1 5.3 Quincy California Maqual ‘]' Portola California Mar?”a' .
Micro Micro

California Riverside 112 11 2.2 Palm Desert California Maqual > Mount San Jacinto California Maqual *
Micro Micro

California Sacramento 100 31 0.6 Orangevale California Maqual ‘]' Brannan Island California Mar?”a' .
Micro Micro

California San Benito 93 29 0.7 Pinnacles NM California Maqual o Pinnacles NM California Mar!ual .
Micro Micro

California San Bernardino 112 7 4.3 Baker California Maqual & Big Bear Lake California Man_ual L
Micro Micro

California San Diego 105 23 1.1 Borrego Desert Pk California Maqual o Palomar Obsy California Mar!ual .
Micro Micro

California San Francisco 79 40 1.8 ALAMEDA(USN) CA ASHRAE San Francisco City Office CaliforniJ Manual J

California San Joaquin 98 30 0.5 Stqckto_n el AR Manual J Stockton Airport California Man_ual v
California Micro

California San Luis Obispo 99 23 0.8 Camp Roberts California Mz;/?ig;a(: + Paso Robles City Office California Miﬂr}gi +

California San Mateo 86 31 0.8 San Carlos California Man_ual . Woodside California Man_ual v
Micro Micro

California Santa Barbara 93 24 2 Cuyama California Maqual + CuyameéCalifornia Maqual +
Micro Micro
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California Santa Clara 90 27 15 Gilroy California Man_ual + Mount Hamilton California Man_ual +
Micro Micro
California Santa Cruz 87 33 0.9 Aptos California Man_ual L Ben Lomond California 'V'ar?”a' &
Micro Micro
o . I Manual >
California Shasta 102 8 6 REDDING MUNICIPAL CA ASHRAE Manzanita Lake California Micro
California Sierra 94 0 4.4 Doyvnle_v Iz R e B e Man_ual + Sierraville Ranger Station Californi Man_ual o
California Micro 1 Micro
California Siskiyou 9% 0 3 Happy Qamp Ranger Station Man_ual J Mo_unt I_-Iebron Ranger Station Man_ual J
California Micro California Micro
o . N Manual J
California Solano 99 31 0.5 NUT TREE CA ASHRAE Vacaville California Micro
California Sonoma 96 29 1 Rohnert Park California Man_ual & Rohnert Park California Man_ual L
Micro Micro
California Stanislaus 99 28 1 Turlock California Maqual o Knights Ferry California Maqual .
Micro Micro
California Sutter 101 31 0.7 Yuba City California Manual J Yuba City California Manual J
California Tehama 102 14 6.2 RED BLUFF MUNICIPAL CA ASHRAE | Mineral California M‘;’\‘A"I::‘f‘c! J
California Trinity 97 22 1.6 Big Bar Ranger Station California Mar!ual + We.avervnle Ranger Station Mar!uaIJ-
Micro California Micro
California Tulare 102 7 8.7 Lemoncove California Maqual ‘]' Lodgepole California 'V'ar?”a' .
Micro Micro
California Tuolumne 99 21 1.7 Sonora Ranger Station California MT\l/rl}Lcj?c: o Cherry Valley Dam California M?Anigil .
California Ventura 95 32 05 Ojai California Manual 3 1 i california HEIEL L
Micro Micro
California Yolo 100 28 0.6 Woodland California Maqual o Brooks Ranch California Mar!ual .
Micro Micro
California Yuba 100 25 2.4 Dobbins California Maqual & Strawberry Valley California Man_ual L
Micro Micro
Colorado
Colorado Adams 91 5 1.9 DENVER/STAPLETON CO ASHRAE DENVER/STAPLETON CO ASHRAE
Colorado Alamosa 83 -10 6 ALAMOSA MUNI(AWOS) CO pEHRAE | AlemEsEsEn MR REER | poen g
Airport Colorado
Colorado Arapahoe 91 4 2.4 BUCKLEY AFB CO ASHRAE Denver Centennial Airport Colorad Manual J
Colorado Archuleta 88 5 853 DURANG@A PLATA CO CO ASHRAE DURANG@A PLATA CO CO ASHRAE
Colorado Baca 95 10 14 SPRINGFIELD COMANCHE CO ASHRAE SPRINGFIELD COMANCHE CO ASHRAE
Colorado Bent 98 7 15 Lamar Municipal Airport Colorado Manual J LAMAR MUNI CO ASHRAE
Colorado Boulder 91 0 2.2 Boulder Colorado Manual J Boulder Colorado Manual J
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Colorado Broomfield 91 0 2.2 Boulder Colorado Manual J Boulder Colorado Manual J
Colorado Chaffee 81 -14 29.1 Leadville Colorado Manual J Leadville Colorado Manual J
Colorado Cheyenne 93 7 1.9 KIT CARSON COUNTY CO ASHRAE KIT CARSON COUNTY CO ASHRAE
Colorado Clear Creek 91 0 2.2 Boulder Colorado Manual J Boulder Colorado Manual J
Colorado Conejos 83 -10 6 ALAMOSA MUNI(AWOS) CO ASHRAE ,er?)r:r(t)?olso?; d':)“is Valley Regionall - a5
Colorado Costilla 83 -10 6 ALAMOSA MUNI(AWOS) CO ASHRAE :;Iri?r(t)?oﬁ)?g d';“is Valley Regionall .14 5
Colorado Crowley 97 7 1.4 LA JUNTA MUNI CO ASHRAE La Junta Municipal Airport Colorad Manual J
Colorado Custer 83 -10 6 ALAMOSA MUNI(AWOS) CO ASHRAE :;Iri?r(t)?oﬁ)?g d';”is Valley Regionall . 11 3
Colorado Delta 91 9 2.1 MONTROSE RGNL CO ASHRAE MONTROSE RGNL CO ASHRAE
Colorado Denver 92 3 2.1 g;g:/:é;ntemational Aot Manual J greprgfrciﬁz?:jfn I B! Manual J
Colorado Dolores 91 7 2.6 CORTEZ MUNI CO ASHRAE CORTEZ MUNI CO ASHRAE
Colorado Douglas 91 4 2.4 BUCKLEY AFB CO ASHRAE Denver Centennial Airport Colorad Manual J
Colorado Eagle 86 -2 5.1 EAGLE CO RGNL CO ASHRAE Eagle Co. Airport Colorado Manual J
Colorado El Paso 88 7 2.5 COLORADO SPRINGS/MU CO ASHRAE COLORADO SPRINGS/MU CO ASHRAE
Colorado Elbert 90 1 3 LIMON MUNI CO ASHRAE LIMON MUNI CO ASHRAE
Colorado Fremont 88 7 2.5 COLORADO SPRINGS/MU CO ASHRAE COLORADO SPRINGS/MU CO ASHRAE
Colorado Garfield 93 6 26 CF:{ci)fllct)eraﬁjaorfieId Co. Regional Airport Manual J é::llé)rr:éi: Springs Municipal Airport Manual J
Colorado Gilpin 91 0 2.2 Boulder Colorado Manual J Boulder Colorado Manual J
Colorado Grand 91 0 2.2 Boulder Colorado Manual J Boulder Colorado Manual J
Colorado Gunnison 81 -11 8.8 GUNNISON CO. (AWOS) CO ASHRAE GUNNISON CO. (AWOS) CO ASHRAE
Colorado Hinsdale 81 -11 8.8 GUNNISON CO. (AWOS) CO ASHRAE GUNNISON CO. (AWOS) CO ASHRAE
Colorado Huerfano 96 5 17 Pueblo Memorial Airport Colorado Manual J Pueblo Memorial Airport Colorado Manual J
Colorado Jackson 84 1 4.8 HAYDEN/YAMPA (AWOS) CO ASHRAE HAYDEN/YAMPA (AWOS) CO ASHRAE
Colorado Jefferson 91 5 1.9 DENVER/STAPLETON CO ASHRAE DENVER/STAPLETON CO ASHRAE
Colorado Kiowa 98 7 15 Lamar Municipal Airport Colorado Manual J LAMAR MUNI CO ASHRAE
Colorado Kit Carson 93 7 1.9 KIT CARSON COUNTY CO ASHRAE KIT CARSON COUNTY CO ASHRAE
Colorado La Plata 88 5 3.3 DURANG@A PLATA CO CO ASHRAE DURANG@A PLATA CO CO ASHRAE
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Colorado Lake 81 -14 29.1 Leadville Colorado Manual J Leadville Colorado Manual J
Colorado Larimer 91 3 25 Fort Collins Colorado Manual J Fort Collins SAWRS Station Colord  Manual J
Colorado Las Animas o1 8 18 gcr)ilr;irdaal\j% Las Animas Co. Airport Manual J gcr)ilr;i:jazz(i Las Animas Co. Airport Manual J
Colorado Lincoln 90 1 3 Limon Colorado Manual J Limon Colorado Manual J
Colorado Logan 93 -2 2.2 Sterling Colorado Manual J Sterling Colorado ManualJ
Colorado Mesa 95 10 1.5 GRAND JUNCTION/WALK CO ASHRAE GRAND JUNCTION/WALK CO ASHRAE
Colorado Mineral 81 -11 8.8 GUNNISON CO. (AWOS) CO ASHRAE GUNNISON CO. (AWOS) CO ASHRAE
Colorado Moffat 88 -9 5.7 Craig Moffat Field Colorado Manual J Craig Moffat Field Colorado Manual J
Colorado Montezuma 91 7 2.6 CORTEZ MUNI CO ASHRAE CORTEZ MUNI CO ASHRAE
Colorado Montrose 91 9 2.1 MONTROSE RGNL CO ASHRAE MONTROSE RGNL CO ASHRAE
Colorado Morgan 91 3 2.1 COLORADO PLAINS RGNL CO ASHRAE COLORADO PLAINS RGNL CO ASHRAE
Colorado Otero 97 7 1.4 LA JUNTA MUNI CO ASHRAE La Junta Municipal Airport Colorad Manual J
Colorado Ouray 91 9 2.1 MONTROSE RGNL CO ASHRAE MONTROSE RGNL CO ASHRAE
Colorado Park 81 -14 29.1 Leadville Colorado ManualJ Leadville Colorado Manual J
Colorado Phillips 93 5 2.2 SEARLE FLD NE ASHRAE SEARLE FLD NE ASHRAE
Colorado Pitkin 82 1 6.6 Lepen Pitkin Co. SAWRS Station | vanual 3 | ASPEN PITKIN CO SARD CO ASHRAE
Colorado Prowers 98 7 15 Lamar Municipal Airport Colorado Manual J LAMAR MUNI CO ASHRAE
Colorado Pueblo 96 5 1.7 Pueblo Memorial Airport Colorado Manual J Pueblo Memorial Airport Colorado Manual J
Colorado Rio Blanco 88 -2 4.1 MEEKER CO ASHRAE MEEKER CO ASHRAE
Colorado Rio Grande 83 -10 6 ALAMOSA MUNI(AWOS) CO ASHRAE g'r";‘)’;“r‘t’sc‘f‘olso"’r‘g d"OUiS Valley Regionalf - a1 3
Colorado Routt 84 1 4.8 HAYDEN/YAMPA (AWOS) CO ASHRAE HAYDEN/YAMPA (AWOS) CO ASHRAE
Colorado Saguache 83 -10 6 ALAMOSA MUNI(AWOS) CO ASHRAE g'r":‘);”rct’scaoﬁ)?g dLO“iS Valley Regionall 1141 5
Colorado San Juan 88 5 3.3 DURANG@A PLATA CO CO ASHRAE DURANG@A PLATA CO CO ASHRAE
Colorado San Miguel 91 9 2.1 MONTROSE RGNL CO ASHRAE MONTROSE RGNL CO ASHRAE
Colorado Sedgwick 93 5 2.2 SEARLE FLD NE ASHRAE SEARLE FLD NE ASHRAE
Colorado Summit 81 -14 29.1 Leadville Colorado Manual J Leadville Colorado Manual J
Colorado Teller 88 7 2.5 COLORADO SPRINGS/MU CO ASHRAE COLORADO SPRINGS/MU CO ASHRAE
Colorado Washington 91 3 2.1 COLORADO PLAINS RGNL CO ASHRAE COLORADO PLAINS RGNL CO ASHRAE
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Colorado Weld 92 0 25 GreeleyWeld Co. Airport Colorado Manual J GREELEY WELD CO CO ASHRAE
Colorado Yuma 93 7 1.9 KIT CARSON COUNTY CO ASHRAE KIT CARSON COUNTY CO ASHRAE
Connecticut
Connecticut Fairfield 85 9 21 g:ygf%ogaikc%fuﬁy LB Manual J Norwalk Connecticut Manual J
Connecticut Hartford 89 8 21 HARTFORD/BRADLEY IN CT ASHRAE ;;rggrgfr:ﬁgﬁa?temationa' ManualJ
Connecticut Litchfield 88 2 1.8 MERIDEN MARKHAM MUNI CT ASHRAE Waterbury Connecticut Manual J
Connecticut Middlesex 88 9 2.2 MERIDEN MARKHAM MUNI CT ASHRAE Willimantic ASOS Connecticut Manual J
Connecticut New Haven 88 2 1.8 MERIDEN MARKHAM MUNI CT ASHRAE Waterbury Connecticut Manual J
Connecticut New London 86 7 2.1 Norwich Connecticut Manual J Norwich Connecticut Manual J
Connecticut Tolland 86 9 2.2 WINDHAM AIRPORT CT ASHRAE Willimantic ASOS Connecticut Manual J
Connecticut Windham 86 9 2.2 WINDHAM AIRPORT CT ASHRAE Willimantic ASOS Connecticut Manual J
Delaware
Delaware Kent 90 18 1.2 Dover Air Force Base Delaware Manual J Dover Air Force Base Delaware Manual J
Delaware New Castle 89 16 13 WILMINGTON NEW CAST DE ASHRAE I\D’:’e il':mil’;?;(’” New Castle Co. Alrport v\ el 3
Delaware Sussex o1 19 11 SUSSEX CO DE ASHRAE | Seordetonn Sussex Co. Airport Manual J
District of Columbia
District of Columbia | District ofColumbia 92 21 0.9 WASHINGTON/NATIONAL DC ASHRAE WASHINGTON/NATIONAL DC ASHRAE
Florida
Florida Alachua 92 33 0.2 Gainesville Regional Airport Florid Manual J Gainesville Regional Airport Florid Manual J
Florida Baker 94 32 0.2 Jacksonville Cecil Field Florida Manual J CECIL FLD FL ASHRAE
Florida Bay 91 36 0.2 PANAMA CITY BAY CO FL ASHRAE TYNDALL AFB FL ASHRAE
Florida Bradford 92 33 0.2 Gainesville Regional Airport Floridg Manual J Gainesville Regional Airport Floridg ~ Manual J
Florida Brevard 91 42 0.1 Melbourne Regional Airport Florida Manual J NASA Shuttle Facility Florida Manual J
Florida Broward 91 48 0 NORTH PERRY FL ASHRAE NORTH PERRY FL ASHRAE
Florida Calhoun 93 30 0.2 MARIANNA MUNI FL ASHRAE MARIANNA MUNI FL ASHRAE
Florida Charlotte 91 41 0.1 CHARLOTTE CO FL ASHRAE CHARLOTTE CO FL ASHRAE
Florida Citrus 91 34 0.1 HERNANDO CO FL ASHRAE HERNANDO CO FL ASHRAE
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Florida Clay 94 32 0.2 Jacksonville Cecil Field Florida Manual J CECIL FLD FL ASHRAE
Florida Collier 90 47 0 NAPLES MUNI FL ASHRAE NAPLES MUNI FL ASHRAE
Florida Columbia 92 33 0.2 Gainesville Regional Airport Floridg Manual J Gainesville Regional Airport Floridg  Manual J
Florida DeSoto 91 41 0.1 CHARLOTTE CO FL ASHRAE CHARLOTTE CO FL ASHRAE
Florida Dixie 92 30 0.2 CROSS CITY/CROSS CI FL ASHRAE CROSS CITY/CROSS CI FL ASHRAE
Florida Duval 94 32 0.2 Jacksonville Cecil Field Florida Manual J CECIL FLD FL ASHRAE
Florida Escambia 92 32 0.2 Pensacola Regional Airport Florida Manual J ;zgzﬁclgllgrizgreﬁ SHMIEWNEEY Manual J
Florida Flagler 01 39 01 FDkz)al}i/(tj(;na Beach International Airpor} Manual J lljlgl}ilac;na Beach International Airpo Manual J
Florida Franklin 91 36 0.2 APALACHICOLA MUNI FL ASHRAE APALACHICOLA MUNI FL ASHRAE
Florida Gadsden 94 29 0.2 Tallahassee Regional Airport Florid Manual J TALLAHASSEE MUNICIP FL ASHRAE
Florida Gilchrist 92 30 0.2 CROSS CITY/CROSS CI FL ASHRAE CROSS CITY/CROSS CI FL ASHRAE
Florida Glades 91 44 0 Belle Glade Florida Manual J Belle Glade Florida Manual J
Florida Gulf 86 40 0.2 Cape San Blas Florida Manual J Cape San Blas Florida Manual J
Florida Hamilton 94 31 0.2 C':"eooorg?'aAir Force Base Valdosta ManualJ | VALDOSTA RGNL GA ASHRAE
Florida Hardee 91 41 0.1 Lakeland City Office Florida Manual J Lakeland City Office Florida Manual J
Florida Hendry 91 44 0 Belle Glade Florida Manual J Belle Glade Florida Manual J
Florida Hernando 91 34 0.1 HERNANDO CO FL ASHRAE HERNANDO CO FL ASHRAE
Florida Highlands 91 41 0.1 CHARLOTTE CO FL ASHRAE CHARLOTTE CO FL ASHRAE
Florida Hillsborough 92 43 0.1 ll\f;‘i:g" AT REITED [EEER T ManualJ | TAMPA INTL AIRPORT FL ASHRAE
Florida Holmes 94 30 0.3 CAIRNS AAF AL ASHRAE CAIRNS AAF AL ASHRAE
Florida Indian River 91 43 0 Q{g;&:ea"h Municipal Airport Manual J | VERO BEACH MUNI FL ASHRAE
Florida Jackson 93 30 0.2 MARIANNA MUNI FL ASHRAE MARIANNA MUNI FL ASHRAE
Florida Jefferson 94 29 0.2 Tallahassee Regional Airport Florid Manual J TALLAHASSEE MUNICIP FL ASHRAE
Florida Lafayette 91 30 0.2 PERRY FOLEY FL ASHRAE PERRY FOLEY FL ASHRAE
Florida Lake 92 39 0.1 LEESBURG RGNL FL ASHRAE LEESBURG RGNL FL ASHRAE
Florida Lee 93 45 0 Fort Myers Page Field Florida Manual J ;?;;h;;/grsi(tjglorida (18 2B ey Manual J
Florida Leon 94 29 0.2 Tallahassee Regional Airport Florid Manual J TALLAHASSEE MUNICIP FL ASHRAE
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Florida Levy 92 30 0.2 CROSS CITY/CROSS CI FL ASHRAE CROSS CITY/CROSS CI FL ASHRAE
Florida Liberty 94 29 0.2 Tallahassee Regional Airport Florid Manual J TALLAHASSEE MUNICIP FL ASHRAE
Florida Madison 91 31 0.2 PERRY FOLEY FL ASHRAE VALDOSTA RGNL GA ASHRAE
Florida Manatee 91 44 0.1 SARASOTA BRADENTON FL ASHRAE SARASOTA BRADENTON FL ASHRAE
Florida Marion 92 34 0.1 Ocala Muni Florida Manual J OCALA INTL J TAYLOR FL ASHRAE
Florida Martin 90 41 0.1 ST LUCIE CO INTL FL ASHRAE ST LUCIE CO INTL FL ASHRAE
Florida Miami-Dade 91 48 0 KENDALL TAMIAMI EXEC FL ASHRAE Miami Beach City Office Florida Manual J
Florida Monroe 91 55 0 Marathon Airport Florida Manual J FLORIDA KEYS MARATHO FL ASHRAE
Florida Nassau 94 32 0.2 Jacksonville Cecil Field Florida Manual J CECIL FLD FL ASHRAE
Florida Okaloosa 93 27 0.3 BOB SIKES FL ASHRAE BOB SIKES FL ASHRAE
Florida Okeechobee 90 41 0.1 ST LUCIE CO INTL FL ASHRAE ST LUCIE CO INTL FL ASHRAE
Florida Orange 93 42 0.1 Orlando Executive Airport Florida Manual J S;L?S:O [ptemaionaiiiRell Manual J
Florida Osceola 91 42 0.1 Melbourne Regional Airport Florida Manual J FOI(;Ir?(Ij]:O [UEENEE A2l Manual J
Florida Palm Beach 91 44 0 Belle Glade Florida Manual J Belle Glade Florida Manual J
Florida Pasco 91 34 0.1 HERNANDO CO FL ASHRAE HERNANDO CO FL ASHRAE
Florida Pinellas 92 45 0.1 St Petersburg / Clearwater Florida Manual J ST PETERSBURG CLEAR FL ASHRAE
Florida Polk 91 41 0.1 Lakeland City Office Florida Manual J Lakeland City Office Florida Manual J
Florida Putnam 92 33 0.2 Gainesville Regional Airport Floridg Manual J Gainesville Regional Airport Floridg Manual J
Florida Santa Rosa 93 31 03 WHITING FLD NAS NORT FL ASHRAE S'Vt';:f(’)r;]vgg'::gg Field Naval Air Manual J
Florida Sarasota 92 43 0.1 Sarasota/Bradenton Florida Manual J Sarasota/Bradenton Florida Manual J
Florida Seminole 93 38 0.1 Sanford Florida Manual J Sanford Florida Manual J
Florida St.Johns 90 37 0.2 ST AUGUSTINE FL ASHRAE ST AUGUSTINE FL ASHRAE
Florida St. Lucie 90 41 0.1 ST LUCIE CO INTL FL ASHRAE ST LUCIE CO INTL FL ASHRAE
Florida Sumter 92 39 0.1 LEESBURG RGNL FL ASHRAE LEESBURG RGNL FL ASHRAE
Florida Suwannee 91 30 0.2 PERRY FOLEY FL ASHRAE PERRY FOLEY FL ASHRAE
Florida Taylor 91 30 0.2 PERRY FOLEY FL ASHRAE PERRY FOLEY FL ASHRAE
Florida Union 92 88 0.2 Gainesville Regional Airport Floridg Manual J Gainesville Regional Airport Floridq  Manual J
Florida Volusia 91 39 01 FDlsgil(tjc;na Beach International Airpor Manual J Ftl):gi/(tjc;na Beach International Airpo Manual J
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Florida Wakulla 94 29 0.2 Tallahassee Regional Airport Florid Manual J TALLAHASSEE MUNICIP FL ASHRAE
Florida Walton 93 27 0.3 BOB SIKES FL ASHRAE BOB SIKES FL ASHRAE
Florida Washington 91 30 0.2 PANAMA CITY BAY CO FL ASHRAE | MARIANNA MUNI FL ASHRAE
Georgia
Georgia Appling 93 30 0.3 ALMA/BACON CO. GA ASHRAE | ALMA/BACON CO. GA ASHRAE
Georgia Atkinson 93 30 0.3 ALMA/BACON CO. GA ASHRAE | ALMA/BACON CO. GA ASHRAE
Georgia Bacon 93 30 0.3 ALMA/BACON CO. GA ASHRAE | ALMA/BACON CO. GA ASHRAE
Georgia Baker 95 30 0.3 ég’:g?’am“ghe"y Sy A ManualJ | ALBANY MUNICIPAL GA ASHRAE
Georgia Baldwin 95 27 0.4 MACON/LEWIS B.WILSO GA ASHRAE (';"eicr‘;?a'v"dd'e G REZEEIATEE | pon e g
Georgia Banks 91 27 0.6 LEE GILMER MEM GA ASHRAE LEE GILMER MEM GA ASHRAE
Georgia Barrow 91 28 0.6 WINDER BARROW GA ASHRAE | WINDER BARROW GA ASHRAE
Georgia Bartow 91 23 0.6 CARTERSVILLE GA ASHRAE | CARTERSVILLE GA ASHRAE
Georgia Ben Hill 93 30 0.3 ALMA/BACON CO. GA ASHRAE | ALMA/BACON CO. GA ASHRAE
Georgia Berrien 94 31 0.2 C':"eooor‘;?’aA" [RleE s ManualJ | VALDOSTA RGNL GA ASHRAE
Georgia Bibb 95 27 0.4 MACON/LEWIS B.WILSO GA ASHRAE (';"eaocr‘;?a'v"dd'e CA REZBIENATE | e
Georgia Bleckley 95 28 0.4 c\;\é irrg?; RO (T [FETEs 2250 ManualJ | ROBINS AFB GA ASHRAE
Georgia Brantley 95 31 0.2 WAYCROSS/WARE CO. GA ASHRAE Waycross Ware Co. Airport Georgi Manual J
Georgia Brooks 94 31 0.2 C'\;"eooc;‘;%’aA" I3 B2 VS ManualJ | VALDOSTA RGNL GA ASHRAE
Georgia Bryan 93 30 0.3 HUNTER AAF GA ASHRAE | SAVANNAH MUNICIPAL GA ASHRAE
Georgia Bulloch 93 30 0.3 HUNTER AAF GA ASHRAE | SAVANNAH MUNICIPAL GA ASHRAE
Georgia Burke 95 26 0.4 Augusta Bush Field Georgia Manual J Augusta Bush Field Georgia Manual J
Georgia Butts 90 22 0.5 Griffin Georgia Manual J Griffin Georgia Manual J
Georgia calhoun 95 30 0.3 é'e%"’:g?;')ougheny (L allj 2Dl ManualJ | ALBANY MUNICIPAL GA ASHRAE
Georgia Camden 93 30 0.2 BRUNSWICK GOLDEN IS GA ASHRAE BRUNSWICK GOLDEN IS GA ASHRAE
Georgia Candler 93 25 0.4 Dublin Georgia Manual J Dublin Georgia Manual J
Georgia Carroll 90 21 0.8 NEWNAN COWETA CO GA ASHRAE NEWNAN COWETA CO GA ASHRAE
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Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia
Georgia

Georgia

Georgia
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Catoosa
Charlton
Chatham
Chattahoochee
Chattooga
Cherokee

Clarke

Clay

Clayton
Clinch
Cobb
Coffee
Colquitt
Columbia
Cook
Coweta
Crawford
Crisp
Dade
Dawson
Decatur
DeKalb
Dodge
Dooly

Dougherty

Douglas

Healing ihn/cpp
Temperature

1% Cooling | 99%
Temperature
(°F)
93 22
95 31
93 | 30
95 24
93 22
91 25
93 26
95 24
92 26
95 31
91 25
93 30
95 30
95 26
94 30
90 21
95 27
94 25
93 22
91 27
94 29
91 25
93 25
94 25
95 30
92 25

*Indicates county update; see Log of Revisions for details.

0.4

0.6
0.6
0.5

0.4

0.5

0.2
0.6
0.3
0.3
0.4

0.3

0.8

0.4

0.4

0.7

0.6
0.2
0.6
0.4
0.4

0.3

0.6

Weather Station Selected fol
Cooling Temperature

CHATTANOOGA/LOVELL TN

WAYCROSS/WARE CO. GA
HUNTER AAF GA

FORT BENNING GA

ROME/RUSSELL(RAMOS) GA
MARIETTA/DOBBINS AF GA
ATHENS MUNICIPAL GA

FORT BENNING GA

Atlanta Hartsfield International
Airport Georgia

WAYCROSS/WARE CO. GA
MARIETTA/DOBBINS AF GA
ALMA/BACON CO. GA
Moultrie Georgia

Augusta Bush Field Georgia

Moody Air Force Base Valdosta
Georgia

NEWNAN COWETA CO GA
MACON/LEWIS B.WILSO GA
Americus Georgia
CHATTANOOGA/LOVELL TN

LEE GILMER MEM GA
Tallahassee Regional Airport Florid
DEKALB PEACHTREE GA

Dublin Georgia

Americus Georgia

Albany Dougherty Co. Airport
Georgia

FULTON CO ARPT BROW GA

Revised 09/01/2018

Reference

ASHRAE
ASHRAE
ASHRAE
ASHRAE

ASHRAE
ASHRAE
ASHRAE

ASHRAE

Manual J
ASHRAE
ASHRAE
ASHRAE
Manual J
Manual J
Manual J
ASHRAE
ASHRAE
Manual J
ASHRAE
ASHRAE
Manual J
ASHRAE
Manual J
Manual J
Manual J

ASHRAE

Weather Station Selected
for Heating Temperature

Chattanooga Lovell Field Airport
Tennessee

Waycross Ware Co. Airport Georgi
SAVANNAH MUNICIPAL GA |

Columbus Lawson Air Force Base
Georgia

Rome R. B. Russell Airport Georgizﬂ
MARIETTA/DOBBINS AF GA

Athens Ben Epps Airport Georgia

Columbus Lawson Air Force Base
Georgia

Atlanta Hartsfield International
Airport Georgia

Waycross Ware Co. Airport Georgi
MARIETTA/DOBBINS AF GA
ALMA/BACON CO. GA

Moultrie Georgia

Augusta Bush Field Georgia
Moultrie Georgia

NEWNAN COWETA CO GA

Macon Middle GA. Regional Airpor|
Georgia

Americus Georgia

Chattanooga Lovell Field Airport
Tennessee

LEE GILMER MEM GA
TALLAHASSEE MUNICIP FL
DEKALB PEACHTREE GA
Dublin Georgia

Americus Georgia

ALBANY MUNICIPAL GA

Fulton Co. Airport Georgia

Reference

Manual J

Manual J
ASHRAE
Manual J
Manual J
ASHRAE

Manual J

Manual J

Manual J

Manual J
ASHRAE
ASHRAE
Manual J
Manual J
Manual J
ASHRAE
Manual J
Manual J
Manual J
ASHRAE
ASHRAE
ASHRAE
Manual J
Manual J
ASHRAE

Manual J

Page 20 of 126




ENERGY STAR Certified Homes
Design Temperature Limit Reference Guide

ENERGY STAR

Tleor/:u?e(:g!cl:r% %gz’p';?;ﬂ?g HDD/QDD Weafther Station Selected fol Reference Weather Station Selected Reference
F) Cooling Temperature for Heating Temperature

Georgia Early 93 30 0.2 MARIANNA MUNI FL ASHRAE MARIANNA MUNI FL ASHRAE
Georgia Echols 94 31 0.2 (';"eooorg?'aA" RIS ERRVERESE) ManualJ | VALDOSTA RGNL GA ASHRAE
Georgia Effingham | 93 | 30 | 0.3 HUNTER AAF GA ASHRAE SAVANNAH MUNICIPAL GA ASHRAE
Georgia Elbert 93 26 0.6 égf‘;‘ﬁfg" Cepgipes ) Manual J | ANDERSON RGNL SC ASHRAE
Georgia Emanuel 93 25 0.4 Dublin Georgia Manual J Dublin Georgia Manual J
Georgia Evans 93 30 0.3 HUNTER AAF GA ASHRAE SAVANNAH MUNICIPAL GA ASHRAE
Georgia Fannin 92 18 1 Athens Tennessee Manual J Athens Tennessee Manual J
Georgia Fayette 91 23 0.7 PEACHTREE CITY FALCO GA ASHRAE éggrrg;'\'exrad COTN RO || ponen) g
Georgia Floyd 93 22 0.6 ROME/RUSSELL(RAMOS) GA ASHRAE Rome R. B. Russell Airport Georgi Manual J
Georgia Forsyth 91 27 0.6 LEE GILMER MEM GA ASHRAE LEE GILMER MEM GA ASHRAE
Georgia Franklin 93 26 0.5 ATHENS MUNICIPAL GA ASHRAE Athens Ben Epps Airport Georgia Manual J
Georgia Fulton 92 25 0.6 FULTON CO ARPT BROW GA ASHRAE Fulton Co. Airport Georgia Manual J
Georgia Gilmer 93 22 0.7 Dalton Georgia Manual J Dalton Georgia Manual J
Georgia Glascock 95 26 0.4 Augusta Bush Field Georgia Manual J Augusta Bush Field Georgia Manual J
Georgia Glynn 93 30 0.2 BRUNSWICK GOLDEN IS GA ASHRAE BRUNSWICK GOLDEN IS GA ASHRAE
Georgia Gordon 93 22 0.7 Dalton Georgia Manual J Dalton Georgia Manual J
Georgia Grady 94 29 0.2 Tallahassee Regional Airport Florid Manual J TALLAHASSEE MUNICIP FL ASHRAE
Georgia Greene 93 26 0.5 ATHENS MUNICIPAL GA ASHRAE Athens Ben Epps Airport Georgia Manual J
Georgia Gwinnett 91 25 0.6 DEKALB PEACHTREE GA ASHRAE DEKALB PEACHTREE GA ASHRAE
Georgia Habersham 91 27 0.6 LEE GILMER MEM GA ASHRAE LEE GILMER MEM GA ASHRAE
Georgia Hall 91 27 0.6 LEE GILMER MEM GA ASHRAE LEE GILMER MEM GA ASHRAE
Georgia Hancock 93 25 0.4 Dublin Georgia Manual J Dublin Georgia Manual J
Georgia Haralson 91 23 0.6 CARTERSVILLE GA ASHRAE CARTERSVILLE GA ASHRAE
Georgia Harris 94 29 03 COLUMBUS METROPOLIT GA ASHRAE gg’g‘:;?:“s MRl Aaet Manual J
Georgia Hart 93 26 0.6 é::)‘l"if:" Sl /A TREI ST Manual J | ANDERSON RGNL SC ASHRAE
Georgia Heard 91 23 0.6 La Grange Georgia Manual J La Grange Georgia Manual J
Georgia Henry 90 22 0.5 Griffin Georgia Manual J Griffin Georgia Manual J
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ENERGY STAR

() i 0, i
Lo gl | ek leaig HDD/CDD Weather Station Selected fol Weather Station Selected

Temperature | Temperature ) Reference Reference

Cooling Temperature for Heating Temperature

(°F)

Georgia Houston 95 28 0.4 (\;’\é %rrg?; RebisBalel s ManualJ | ROBINS AFB GA ASHRAE
Georgia Irwin 94 30 0.3 C’_\‘AeooigfaAir RTINS Manual J Moultrie Georgia Manual J
Georgia Jackson 91 28 0.6 WINDER BARROW GA ASHRAE WINDER BARROW GA ASHRAE
Georgia Jasper 90 22 0.5 Griffin Georgia Manual J Griffin Georgia Manual J
Georgia Jeff Davis 93 30 0.3 ALMA/BACON CO. GA ASHRAE ALMA/BACON CO. GA ASHRAE
Georgia Jefferson 95 26 0.4 Augusta Bush Field Georgia Manual J Augusta Bush Field Georgia Manual J
Georgia Jenkins 95 26 0.4 Augusta Bush Field Georgia Manual J Augusta Bush Field Georgia Manual J
Georgia Johnson 93 25 0.4 Dublin Georgia Manual J Dublin Georgia Manual J
Georgia Jones 95 o 0.4 MACON/LEWIS B.WILSO GA ASHRAE (';";crg?a'\"idd'e ©2 REgEIIATES | e

Georgia Lamar 90 22 0.5 Griffin Georgia Manual J Griffin Georgia Manual J
Georgia Lanier 94 31 0.2 c';"eooorg{aA" foleele ManualJ | VALDOSTA RGNL GA ASHRAE
Georgia Laurens 93 25 0.4 Dublin Georgia Manual J Dublin Georgia Manual J
Georgia Lee 94 25 0.4 Americus Georgia Manual J Americus Georgia Manual J
Georgia Liberty 93 30 0.3 HUNTER AAF GA ASHRAE SAVANNAH MUNICIPAL GA ASHRAE
Georgia Lincoln 93 22 0.7 Greenwood South Carolina Manual J Greenwood South Carolina Manual J
Georgia Long 93 30 0.2 BRUNSWICK GOLDEN IS GA ASHRAE BRUNSWICK GOLDEN IS GA ASHRAE
Georgia Lowndes 94 31 0.2 C'_\"'eooor‘;?’a’*" eI 2R VR ManualJ | VALDOSTA RGNL GA ASHRAE
Georgia Lumpkin 91 27 0.6 LEE GILMER MEM GA ASHRAE LEE GILMER MEM GA ASHRAE
Georgia Macon 94 25 0.4 Americus Georgia Manual J Americus Georgia Manual J
Georgia Madison 93 26 0.5 ATHENS MUNICIPAL GA ASHRAE Athens Ben Epps Airport Georgia Manual J
Georgia Marion 94 25 0.4 Americus Georgia Manual J Americus Georgia Manual J
Georgia McDuffie 95 26 0.4 Augusta Bush Field Georgia Manual J Augusta Bush Field Georgia Manual J
Georgia Mclntosh 93 30 0.2 BRUNSWICK GOLDEN IS GA ASHRAE BRUNSWICK GOLDEN IS GA ASHRAE
Georgia Meriwether 90 21 0.8 NEWNAN COWETA CO GA ASHRAE NEWNAN COWETA CO GA ASHRAE
Georgia Miller 93 30 0.2 MARIANNA MUNI FL ASHRAE MARIANNA MUNI FL ASHRAE
Georgia Mitchell 95 30 0.3 ég’:g?;mugheny (O allj Ll ManualJ | ALBANY MUNICIPAL GA ASHRAE
Georgia Monroe 90 22 0.5 Griffin Georgia Manual J Griffin Georgia Manual J
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ENERGY STAR

Tleor/:u?e(:g!cl:r% %gz’p';?;ﬂ?g HDD/QDD Weafther Station Selected fol Reference Weather Station Selected Reference
F) Cooling Temperature for Heating Temperature

Georgia Montgomery 93 25 0.4 Dublin Georgia Manual J Dublin Georgia Manual J
Georgia Morgan 93 26 0.5 ATHENS MUNICIPAL GA ASHRAE Athens Ben Epps Airport Georgia Manual J
Georgia Murray 93 22 0.7 Dalton Georgia Manual J Dalton Georgia Manual J
Georgia Muscogee 94 29 0.3 COLUMBUS METROPOLIT GA ASHRAE ggg‘:gg“s IS ezl e Manual J
Georgia Newton 91 28 0.6 WINDER BARROW GA ASHRAE WINDER BARROW GA ASHRAE
Georgia Oconee 93 26 0.5 ATHENS MUNICIPAL GA ASHRAE Athens Ben Epps Airport Georgia Manual J
Georgia Oglethorpe 93 26 0.5 ATHENS MUNICIPAL GA ASHRAE Athens Ben Epps Airport Georgia Manual J
Georgia Paulding 91 23 0.6 CARTERSVILLE GA ASHRAE CARTERSVILLE GA ASHRAE
Georgia Peach 95 27 0.4 MACON/LEWIS B.WILSO GA ASHRAE (';"eicr‘;?a'v"dd'e G REZERIATEE | pon e g
Georgia Pickens 91 23 0.6 CARTERSVILLE GA ASHRAE CARTERSVILLE GA ASHRAE
Georgia Pierce 95 31 0.2 WAYCROSS/WARE CO. GA ASHRAE Waycross Ware Co. Airport Georgil Manual J
Georgia Pike 90 22 0.5 Griffin Georgia Manual J Griffin Georgia Manual J
Georgia Polk 93 22 0.6 ROME/RUSSELL(RAMOS) GA ASHRAE Rome R. B. Russell Airport Georgiq Manual J
Georgia Pulaski 95 28 0.4 c\;\é irrg?; RO (T [FETEs 2250 ManualJ | ROBINS AFB GA ASHRAE
Georgia Putnam 93 26 0.5 ATHENS MUNICIPAL GA ASHRAE Athens Ben Epps Airport Georgia Manual J
Georgia Quitman 95 24 0.4 FORT BENNING GA ASHRAE Gc;l;:g?gus LEMEA AT FEED BRED | vy g
Georgia Rabun 91 28 0.5 OCONEE CO RGNL SC ASHRAE OCONEE CO RGNL SC ASHRAE
Georgia Randolph 95 30 0.3 gg’:g?;m“ghe"y Sy At ManualJ | ALBANY MUNICIPAL GA ASHRAE
Georgia Richmond 95 26 0.4 Augusta Bush Field Georgia Manual J Augusta Bush Field Georgia Manual J
Georgia Rockdale 91 25 0.6 DEKALB PEACHTREE GA ASHRAE DEKALB PEACHTREE GA ASHRAE
Georgia Schley 94 25 0.4 Americus Georgia Manual J Americus Georgia Manual J
Georgia Screven 95 26 0.4 Augusta Bush Field Georgia Manual J Augusta Bush Field Georgia Manual J
Georgia Seminole 93 30 0.2 MARIANNA MUNI FL ASHRAE MARIANNA MUNI FL ASHRAE
Georgia Spalding 90 22 0.5 Griffin Georgia Manual J Griffin Georgia Manual J
Georgia Stephens 91 28 0.5 OCONEE CO RGNL SC ASHRAE OCONEE CO RGNL SC ASHRAE
Georgia Stewart 95 24 0.4 FORT BENNING GA ASHRAE ggg‘:g;:“s LB AT FEED BEER | pone
Georgia Sumter 94 25 0.4 Americus Georgia Manual J Americus Georgia Manual J
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ENERGY STAR

() i 0, i
Lo gl | ek leaig HDD/CDD Weather Station Selected fol Weather Station Selected

Temperature | Temperature ) Reference Reference

Cooling Temperature for Heating Temperature

(°F)

Georgia Talbot 94 29 0.3 COLUMBUS METROPOLIT GA ASHRAE ggg‘:gg“s IS ezl e Manual J
Georgia Taliaferro 93 26 0.5 ATHENS MUNICIPAL GA ASHRAE Athens Ben Epps Airport Georgia Manual J
Georgia Tattnall 93 30 0.3 ALMA/BACON CO. GA ASHRAE ALMA/BACON CO. GA ASHRAE
Georgia Taylor 94 25 0.4 Americus Georgia Manual J Americus Georgia Manual J
Georgia Telfair 93 30 0.3 ALMA/BACON CO. GA ASHRAE ALMA/BACON CO. GA ASHRAE
Georgia Terrell 95 30 0.3 gé%?gi‘;m”ghe"y . Agart ManualJ | ALBANY MUNICIPAL GA ASHRAE
Georgia Thomas 95 30 0.3 Moultrie Georgia Manual J Moultrie Georgia Manual J
Georgia Tift 95 30 0.3 Moultrie Georgia Manual J Moultrie Georgia Manual J
Georgia Toombs 93 30 0.3 ALMA/BACON CO. GA ASHRAE ALMA/BACON CO. GA ASHRAE
Georgia Towns 91 27 0.6 LEE GILMER MEM GA ASHRAE LEE GILMER MEM GA ASHRAE
Georgia Treutlen 93 25 0.4 Dublin Georgia Manual J Dublin Georgia Manual J
Georgia Troup 91 23 0.6 La Grange Georgia Manual J La Grange Georgia Manual J
Georgia Turner 95 30 0.3 Moultrie Georgia Manual J Moultrie Georgia Manual J
Georgia Twiggs 95 28 0.4 c\;\é irrg?; RO (A (RS0 ManualJ | ROBINS AFB GA ASHRAE
Georgia Union 91 27 0.6 LEE GILMER MEM GA ASHRAE LEE GILMER MEM GA ASHRAE
Georgia Upson 90 22 0.5 Griffin Georgia Manual J Griffin Georgia Manual J
Georgia Walker 93 22 0.7 CHATTANOOGA/LOVELL TN ASHRAE T% r;l"’:]tg::éga LV e ATl Manual J
Georgia Walton 91 28 0.6 WINDER BARROW GA ASHRAE WINDER BARROW GA ASHRAE
Georgia Ware 95 31 0.2 WAYCROSS/WARE CO. GA ASHRAE Waycross Ware Co. Airport Georgil  Manual J
Georgia Warren 95 26 0.4 Augusta Bush Field Georgia Manual J Augusta Bush Field Georgia Manual J
Georgia Washington 93 25 0.4 Dublin Georgia Manual J Dublin Georgia Manual J
Georgia Wayne 93 30 0.2 BRUNSWICK GOLDEN IS GA ASHRAE BRUNSWICK GOLDEN IS GA ASHRAE
Georgia Webster 94 25 0.4 Americus Georgia Manual J Americus Georgia Manual J
Georgia Wheeler 93 25 0.4 Dublin Georgia Manual J Dublin Georgia Manual J
Georgia White 91 27 0.6 LEE GILMER MEM GA ASHRAE LEE GILMER MEM GA ASHRAE
Georgia Whitfield 93 22 0.7 Dalton Georgia Manual J Dalton Georgia Manual J
Georgia Wilcox 95 28 0.4 c\;\é %rr’é?; RO AT RS e ManualJ | ROBINS AFB GA ASHRAE

*Indicates county update; see Log of Revisions for details. Revised 09/01/2018 Page 24 of 126



ENERGY STAR Certified Homes
ENERGYSTAR Design Temperature Limit Reference Guide

Tleor/:u?e(:g!cl:r% ?(grp';?;ﬂ?g HDD/QDD Weafther Station Selected fol Reference Weather Station Selected Reference
F) Cooling Temperature for Heating Temperature

Georgia Wilkes 93 26 0.5 ATHENS MUNICIPAL GA ASHRAE Athens Ben Epps Airport Georgia Manual J
Georgia | Wilkinson | 93 | 25 | 0.4 | Dublin Georgia | Manual J | Dublin Georgia | Manual J
Georgia | Worth | 95 | 30 | 0.3 | ég’:g?;')o”ghe”y (S0 Gl | Manual J | ALBANY MUNICIPAL GA | ASHRAE
Guam

Guam | N/A | 89 | 75 | 0 | NWSO Agana | ASHRAE | Andersen AFB | ASHRAE
Hawaii

Hawaii Hawaii 87 63 0 freaholeiona International ATPOT | anual g | HILO INTL HI ASHRAE
Hawaii Honolulu 90 59 0 ﬁ:vrvk;ei)irs Point Naval Air Station Manual J Wahiawa Hawaii Manual J
Hawaii Kalawao 88 61 0 KAHULUI ARPT/MAUI HI ASHRAE KAHULUI ARPT/MAUI HI ASHRAE
Hawaii Kauai 84 62 0 LIHUE/KAUAI ISLAND HI ASHRAE Lihue Airport Hawaii Manual J
Hawaii Maui 88 61 0 KAHULUI ARPT/MAUI HI ASHRAE KAHULUI ARPT/MAUI HI ASHRAE
Idaho

Idaho Ada 95 11 1.9 BOISE MUNICIPAL ID ASHRAE Boise Air Terminal Idaho Manual J
Idaho Adams 83 -2 9.2 McCall Airport Idaho Manual J McCall Airport Idaho Manual J
Idaho Bannock 91 1 3.2 POCATELLO MUNICIPAL ID ASHRAE Pocatello Regional Airport Idaho Manual J
Idaho Bear Lake 91 0 3.2 LOGAN CACHE UT ASHRAE LoganCache Airport Utah Manual J
Idaho Benewah 89 10 3.7 Coeur D"Alene Idaho Manual J COEUR D ALENE AIR TE ID ASHRAE
Idaho Bingham 91 1 3.2 POCATELLO MUNICIPAL ID ASHRAE Pocatello Regional Airport Idaho Manual J
Idaho Blaine 90 12 2.6 JEROME CO ID ASHRAE JEROME CO ID ASHRAE
Idaho Boise 95 11 19 BOISE MUNICIPAL ID ASHRAE Boise Air Terminal Idaho Manual J
Idaho Bonner 89 10 3.7 Coeur D"Alene Idaho Manual J COEUR D ALENE AIR TE ID ASHRAE
Idaho Bonneville 90 -2 4.1 IDAHO FALLS RGNL ID ASHRAE Idaho Falls Fanning Field Idaho Manual J
Idaho Boundary 89 10 3.7 Coeur D"Alene Idaho Manual J COEUR D ALENE AIR TE ID ASHRAE
Idaho Butte 91 1 3.2 POCATELLO MUNICIPAL ID ASHRAE Pocatello Regional Airport Idaho Manual J
Idaho Camas 90 -11 16.3 JEROME CO ID ASHRAE STANLEY RANGER STN ID ASHRAE
Idaho Canyon 93 16 2.1 CALDWELL (AWOS) ID ASHRAE Caldwell Idaho Manual J
Idaho Caribou 90 -2 4.1 IDAHO FALLS RGNL ID ASHRAE Idaho Falls Fanning Field Idaho Manual J
Idaho Cassia 91 6 2.6 Burley Municipal Airport Idaho Manual J Burley Municipal Airport Idaho Manual J
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Tleor/:u?e(:g!cl:r% %gz’p';?;ﬂ?g HDD/QDD Weafther Station Selected fol Reference Weather Station Selected Reference
F) Cooling Temperature for Heating Temperature
Idaho Clark 88 0 4.5 REXBURG MADISON CO ID ASHRAE REXBURG MADISON CO ID ASHRAE
Idaho Clearwater 93 15 3.4 Kamiah Idaho Manual J Kamiah Idaho Manual J
Idaho Custer 89 -11 16.3 Challis Idaho Manual J STANLEY RANGER STN ID ASHRAE
Idaho Elmore 97 9 2 MOUNTAIN HOME AFB ID ASHRAE I'(\j";#;tai” Home Air Force Base Manual J
Idaho Franklin 91 0 3.2 LOGAN CACHE UT ASHRAE LoganCache Airport Utah Manual J
Idaho Fremont 88 0 4.5 REXBURG MADISON CO ID ASHRAE REXBURG MADISON CO ID ASHRAE
Idaho Gem 93 16 2.1 CALDWELL (AWOS) ID ASHRAE Caldwell Idaho Manual J
Idaho Gooding 90 12 2.6 JEROME CO ID ASHRAE JEROME CO ID ASHRAE
Idaho Idaho 93 15 3.4 Kamiah Idaho Manual J Kamiah Idaho Manual J
Idaho Jefferson 90 -2 4.1 IDAHO FALLS RGNL ID ASHRAE Idaho Falls Fanning Field Idaho Manual J
Idaho Jerome 90 12 2.6 JEROME CO ID ASHRAE JEROME CO ID ASHRAE
Idaho Kootenai 89 10 3.7 Coeur D"Alene Idaho Manual J COEUR D ALENE AIR TE ID ASHRAE
Idaho Latah 87 0 3.6 Moscow Idaho Manual J Moscow |daho Manual J
Idaho Lembhi 88 0 4.8 Salmon Lemhi Co Airport Idaho Manual J LEMHI CO ID ASHRAE
Idaho Lewis 93 15 3.4 Kamiah Idaho Manual J Kamiah Idaho Manual J
Idaho Lincoln 90 12 2.6 JEROME CO ID ASHRAE JEROME CO ID ASHRAE
Idaho Madison 88 0 4.5 REXBURG MADISON CO ID ASHRAE REXBURG MADISON CO ID ASHRAE
Idaho Minidoka 91 6 2.6 Burley Municipal Airport Idaho Manual J Burley Municipal Airport Idaho Manual J
Idaho Nez Perce 95 18 1.7 LEWISTON NEZ PERCE ID ASHRAE I'('jzmsm” Nez perce Co. Airport Manual J
Idaho Oneida 91 1 3.2 POCATELLO MUNICIPAL ID ASHRAE Pocatello Regional Airport Idaho Manual J
Idaho Owyhee 97 9 2 MOUNTAIN HOME AFB ID ASHRAE I':jf';#gtain ARG CIIEE Manual J
Idaho Payette 95 16 1.9 ONTARIA MUNI OR ASHRAE ONTARIA MUNI OR ASHRAE
Idaho Power 91 1 3.2 POCATELLO MUNICIPAL ID ASHRAE Pocatello Regional Airport Idaho Manual J
Idaho Shoshone 84 8 5.6 MULLAN (AWRS) ID ASHRAE Mullan AWRS Idaho Manual J
Idaho Teton 82 0 4.5 JACKSON HOLE WY ASHRAE REXBURG MADISON CO ID ASHRAE
Idaho Twin Falls 95 2 25 Twin Falls Airport Idaho Manual J Twin Falls Airport Idaho Manual J
Idaho Valley 83 -2 9.2 McCall Airport Idaho Manual J McCall Airport Idaho Manual J
Idaho Washington 95 16 1.9 ONTARIA MUNI OR ASHRAE ONTARIA MUNI OR ASHRAE
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1% Coolin 99% Heatin . .
9 9 HDD/CDD| Weather Station Selected fol Weather Station Selected
Temperature | Temperature ) : Reference : Reference
F) Cooling Temperature for Heating Temperature
lllinois
Illinois Adams 90 3 15 QUINCY RGNL BALDWIN IL ASHRAE S;':;ﬁ’in'\g?sn'c'pa' ATEBRERRTN || e g
lllinois Alexander 95 14 1 Sikeston Missouri Manual J C.ape erardeau RORERARS IRl Manual J
Missouri
lllinois Bond 92 4 1.5 Greenville lllinois Manual J Greenville lllinois Manual J
lllinois Boone 90 -3 25 Beloit Wisconsin Manual J Beloit Wisconsin Manual J
Illinois Brown 90 € 15 QUINCY RGNL BALDWIN IL ASHRAE g;';ﬁl’in'\g‘ijsn'c'pa' AITPEEERIIT | e g
lllinois Bureau 88 -2 2.1 STERLING ROCK FALLS IL ASHRAE LaSalle Peru lllinois Manual J
lllinois Calhoun 94 2 1.4 St. Louis City Office Missouri Manual J St. Joseph Airport Missouri Manual J
lllinois Carroll 89 0 2.2 Freeport lllinois Manual J Sterling Rock Falls lllinois Manual J
lllinois Cass 90 9 14 JACKSONVILLE MUNI IL ASHRAE JACKSONVILLE MUNI IL ASHRAE
lllinois Champaign 92 1 1.8 Champaign Urbana lllinois Manual J IIFIziﬁgitSUI BTN AT [FIEE BEsE Manual J
lllinois Christian 91 5 1.6 Decatur lllinois Manual J Decatur lllinois Manual J
linois Clark 2 7 14 Te.rre Haute International Airport Manual J Te.rre Haute International Airport Manual J
Indiana Indiana
lllinois Clay 91 14 1.2 SALEM_ECKRONE IL ASHRAE SALEM_ECKRONE IL ASHRAE
lllinois Clinton 92 4 15 Greenville lllinois Manual J Greenville lllinois Manual J
llinois Coles 90 9 1.4 EGEEEEN S ColEs C3, ManualJ | COLES CO MEM IL ASHRAE
Memorial Airport Illinois
llinois Cook o1 2 21 Chicago City Office llinois Manualg |/ KAOF32 hQlENB U yoniag
Airport lllinois
lllinois Crawford 91 12 1.1 LAWRENCEVILLE VINCEN IL ASHRAE LAWRENCEVILLE VINCEN IL ASHRAE
lllinois Cumberland ) 9 1.4 Mattoon-Charleston Coles Co. Manual J | COLES CO MEM IL ASHRAE
Memorial Airport Illinois
lllinois De Witt 90 -2 1.8 Bloomington Illinois Manual J Bloomington Illinois Manual J
lllinois DeKalb 88 2 23 AURORA MUNICIPAL IL ASHRAE Img’g‘)m Greater Rockford Airport| 2 ja1 3
lllinois Douglas 90 9 1.4 T CITE B G e Cl ManualJ | COLES CO MEM IL ASHRAE
Memorial Airport Illinois
lllinois DuPage 88 1 2.3 Wes.t ChlE2Ee I FERR AT Manual J Vyes.t (ChlE2Ee I (PR AT Manual J
lllinois lllinois
lllinois Edgar 90 1 1.6 Danville Illinois Manual J Danville Illinois Manual J
lllinois Edwards 91 12 1.1 LAWRENCEVILLE VINCEN IL ASHRAE LAWRENCEVILLE VINCEN IL ASHRAE
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Lo gl | ek leaig HDD/CDD Weather Station Selected fol Weather Station Selected

Temperature | Temperature ) Reference Reference

Cooling Temperature for Heating Temperature

(°F)

Mattoon-Charleston Coles Co.

lllinois Effingham 90 9 1.4 Memorial Airport Illinois Manual J COLES CO MEM IL ASHRAE
lllinois Fayette 91 14 1.2 SALEM_ECKRONE IL ASHRAE SALEM_ECKRONE IL ASHRAE
lllinois Ford 92 1 1.8 Champaign Urbana lllinois Manual J Iﬁﬁgitgm CIEALTE A7 [FEES 2525 Manual J
lllinois Franklin 91 16 0.9 WILLIAMSON CO RGNL IL ASHRAE WILLIAMSON CO RGNL IL ASHRAE
lllinois Fulton 92 0 2 Macomb lllinois Manual J Macomb lllinois Manual J
lllinois Gallatin 91 14 1.1 HENDERSON CITY CO KY ASHRAE HENDERSON CITY CO KY ASHRAE
lllinois Greene 90 9 1.4 JACKSONVILLE MUNI IL ASHRAE JACKSONVILLE MUNI IL ASHRAE
lllinois Grundy 90 0 2.2 Joliet lllinois Manual J Joliet lllinois Manual J
lllinois Hamilton 91 11 1.3 MOUNT VERNON IL ASHRAE Mount Vernon lllinois Manual J
lllinois Hancock 91 7 1.4 Keokuk Municipal Airport lowa Manual J KEOKUK MUNI IA ASHRAE
lllinois Hardin 91 14 1.1 HENDERSON CITY CO KY ASHRAE HENDERSON CITY CO KY ASHRAE
lllinois Henderson 90 1 1.6 SOUTHEAST IOWA RGNL IA ASHRAE Burlington Municipal Airport lowa Manual J
lllinois Henry 91 0 1.8 x:’;g:?”(ﬁ::gg S e, Manual J :’ilrcgg:telﬁﬁgg S I e, Manual J
lllinois Iroquois 90 1 2 Kankakee lllinois Manual J Kankakee lllinois Manual J
lllinois Jackson 93 7 1.3 Carbondale lllinois Manual J Carbondale lllinois Manual J
Illinois Jasper 90 9 1.4 m:ggﬁ;%'f‘;ﬁﬁﬁ; ggles = ManualJ | COLES CO MEM IL ASHRAE
lllinois Jefferson 91 11 13 MOUNT VERNON IL ASHRAE Mount Vernon lllinois Manual J
lllinois Jersey 94 2 14 St. Louis City Office Missouri Manual J St. Joseph Airport Missouri Manual J
lllinois Jo Daviess 86 -3 2.6 Dubuque Regional Airport lowa Manual J Dubuque Regional Airport lowa Manual J
lllinois Johnson 91 16 0.9 WILLIAMSON CO RGNL IL ASHRAE WILLIAMSON CO RGNL IL ASHRAE
lllinois Kane 88 -2 25 AURORA MUNICIPAL IL ASHRAE Elgin lllinois Manual J
lllinois Kankakee 90 1 2 Kankakee lllinois Manual J Kankakee lllinois Manual J
lllinois Kendall 88 0 2.2 AURORA MUNICIPAL IL ASHRAE Joliet lllinois Manual J
lllinois Knox 91 -2 2 Galesburg lllinois Manual J Galesburg lllinois Manual J
lllinois Lake 89 -3 2.7 Waukegan lllinois Manual J Waukegan lllinois Manual J
lllinois LaSalle 91 -2 21 LaSalle Peru lllinois Manual J LaSalle Peru lllinois Manual J
lllinois Lawrence 91 12 1.1 LAWRENCEVILLE VINCEN IL ASHRAE LAWRENCEVILLE VINCEN IL ASHRAE
lllinois Lee 90 -2 2.6 Dixon lllinois Manual J Dixon lllinois Manual J
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Tleor/:u?e(:g!cl:r% %gz’p';?;ﬂ?g HDD/QDD Weafther Station Selected fol Reference Weather Station Selected Reference
F) Cooling Temperature for Heating Temperature

lllinois Livingston 90 -2 1.8 Bloomington Illinois Manual J Bloomington Illinois Manual J
lllinois Logan 91 5 15 Springfield Capital Airport lllinois Manual J Springfield Capital Airport lllinois Manual J
lllinois Macon 91 5) 1.6 Decatur lllinois Manual J Decatur lllinois Manual J
lllinois Macoupin 90 9 1.4 JACKSONVILLE MUNI IL ASHRAE JACKSONVILLE MUNI IL ASHRAE
lllinois Madison 93 10 11 Belleville Scott Air Force Base llling Manual J Belleville Scott Air Force Base lllin Manual J
lllinois Marion 91 14 1.2 SALEM_ECKRONE IL ASHRAE SALEM_ECKRONE IL ASHRAE
lllinois Marshall 91 -2 2.1 LaSalle Peru lllinois Manual J LaSalle Peru lllinois Manual J
lllinois Mason 91 5 15 Springfield Capital Airport lllinois Manual J Springfield Capital Airport lllinois Manual J
lllinois Massac 92 15 0.9 PADUCAH/BARKLEY KY ASHRAE lf:ri‘dgi‘;‘ Barkley Regional Aitport |y 2yja 3
lllinois McDonough 92 0 2 Macomb lllinois Manual J Macomb lllinois Manual J
lllinois McHenry 88 -2 2.5 I\I:\i/r?;tSChicago I (AT Manual J Elgin lllinois Manual J
lllinois McLean 90 -2 1.8 Bloomington lllinois Manual J Bloomington lllinois Manual J
lllinois Menard 91 5 1.5 Springfield Capital Airport lllinois Manual J Springfield Capital Airport lllinois Manual J
lllinois Mercer 91 0 1.8 /-':/ilroplvi:)nr?ll(ﬁﬁgi('js Siatene Manual J :lilroplci:rflfﬁﬁgii S ITENEE, Manual J
lllinois Monroe 93 2 1.4 Belleville Scott Air Force Base llling Manual J St. Joseph Airport Missouri Manual J
lllinois Montgomery 92 4 15 Greenville lllinois Manual J Greenville lllinois Manual J
lllinois Morgan 90 9 1.4 JACKSONVILLE MUNI IL ASHRAE JACKSONVILLE MUNI IL ASHRAE
lllinois Moultrie 90 9 1.4 h’;":gg‘r’lg&r:fgﬁﬁm gg'es co. ManualJ | COLES CO MEM IL ASHRAE
lllinois Ogle 90 -2 2.6 Dixon lllinois Manual J Dixon Illinois Manual J
lllinois Peoria 90 2 1.7 Peoria Greater Peoria Airport lllinoi Manual J Peoria Greater Peoria Airport lllino Manual J
lllinois Perry 93 7 1.3 Carbondale lllinois Manual J Carbondale lllinois Manual J
lllinois Piatt 92 5 1.6 Champaign Urbana lllinois Manual J Decatur lllinois Manual J
Illinois Pike 90 & 15 QUINCY RGNL BALDWIN IL ASHRAE 'S;i;lclsllml\g?snicipal e L Manual J
Illinois Pope 92 15 0.9 PADUCAH/BARKLEY KY ASHRAE }f:‘rit‘él'"(‘c SIS REFMEN ATOT | e g
lllinois Pulaski 92 15 0.9 PADUCAH/BARKLEY KY ASHRAE If:ri‘dzi;‘ Barkley Regional Airport | 1o, 3
lllinois Putnam 91 -2 21 LaSalle Peru lllinois Manual J LaSalle Peru lllinois Manual J
lllinois Randolph 93 10 1.1 Belleville Scott Air Force Base llling Manual J Belleville Scott Air Force Base IIIin4 Manual J
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